Tate Access Floors, Inc.

Snap-In Blanking Panels
SECTION 09 69 00

Access Flooring Accessories
A. Blanking panel shall be available in 1U and 2U sizes with or without temperature monitoring strip
a. Temperature monitoring strip shall display temperatures between 50F and 102F
B. Blanking panels shall be 99.97% effective in preventing the recirculation of hot or cold air into the cold or hot aisle.
C. Blanking panel shall be compatible with mounting rails compatible with EAI-310-E specifications

D. No additional mounting hardware shall be required to mount the blanking panel

E. The blanking panels shall be of a one piece injection molded design, including all mounting tabs and pins
